
Electrical Drawing Requirements 
 

• Electrical Riser Diagram  (one line) 
If any changes are made to the distribution system 
See attached scan #3 
 

• Service Load Calculations 
If any load is added 
See attached scan #4 
 

• Service Equipment Size 
If any changes are made to the building loads 
i.e. 400 amp 3 phase 277/480 volts 
See attached scan #3 
 

• Service Equipment Location 
If any changes are made to the service or any equipment is located near the 
equipment 
See attached scan #1 
 

• Size of Grounding Electrode Conductors 
If any changes are made to the service 
I.e. 1600 Amp service 3/0 copper wire to rebar, building steel, and water line 
See attached scan #7 
 

• Electrical Meter Location 
If any changes are made to the service 
See Attached scan #9 
Location to be approved by E.P.B. 
 

• Distribution Panel Locations 
In all cases that circuits are run from the panels or  equipment is installed near the 
equipment 
See attached scan #6 
 

• Distribution Panel Schedules 
If any loads are added 
See attached scan #2 
 

• Distribution Panel Calculated Loads 
If any load is added or changed 
See attached scan #2 
 
 

• Branch Circuit Layout for Lighting and Receptacles 



If any changes are made 
See attached scan #5 
 

• Emergency Back-up Systems 
If such are installed 
See attached scan #9 
 

• Street Addresses 
In all cases 
1234 Any Street 
See attached scan # 8 
 

• Equipment Locations 
If any are added or changed or distribution locations are in near vicinity 

 See attached scan #6 
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